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STORM WATER DRAINAGE TABLE FOUL WATER DRAINAGE TABLE
COVER LEVEL COVER LEVEL
INVERT _ MIN. PIPE |MH COVER INVERT _ MIN. PIPE |MH COVER
MaoLE | —— MR MH = MH | PIPE DIA | MNAonE | "SR ER | LOADING maole | —— e MH = MH | PIPE DIA | Mok | "SRt (LOADING
EX. SMH1| EX [34.760] 34.760 30.330 |EX. SMH1 - S01| 750mm | 1:300 6600 | D400 EX. FMH4] EX [34.760] 34.760 33460 |EX. FMH4 — FO1| 150mm | 1:80 | 600x600 | D400
so1 |NEW| — | 34.600 30.305 S01-S02 | 750mm | 1:300 9600 | D400 Fo1 |NEW| — | 34.600 33.288 FOI-FO2 | 150mm | 1:80 | 600x600 | D400
so2(ecy |New| - | seso0 PNET30108] o e | ssomm | 1330 w500 | baoo Foz  |NEW| — | 34.500 33.178 FO2-FO3 | 150mm | 1:80 | 600x600 | D400
oUTLET 30.050 FO3 |NEW| — | 34.400 32.838 - 150mm - 600x600 | D400
S03  |NEW| - | 34400 | 30.000 - 750mm - 6600 | D400
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S04 |NEW] - | 34700 | 31.536 S04-505 | 300mm | 1:200 9600 | D400 Fos  INew| - | 34775 34060 FO5—F06 | 150mm | 1100 | . 600 | Daco
S05 |NEW| — | 34540 | 31.456 S05-506 | 300mm | 1:200 4600 | D400 FO5-F07 | 150mm | 1:100
56 INenl = T 32600 T 31e3¢ S50z T 300mm T 1200 PP T FO6 |NEW| — | 34775 33.875 FOB—FOB | 150mm | 1:100 | 600x600 | D400
NET 3125 F07 |NEW| — | 34715 33.872 FO7-FO8 | 150mm | 1:100 | 600x600 | D400
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s14 |New[ - [ 34050 | 31981 [ s14-s13 [ 300mm | 1:200 | e600 | D400 F22  |New| — | 33650 31.616 | F22-EX. FMH7 | 225mm | 1:200 | 600x600 | D400
s17_[New| - [ 34845 [ 31957 [ st7-515 | 300mm | 1200 | ¢600 [ D400 EX. FMH6 | EX [34.260] 34.260 32.820 |EX. FMH6 — F23] 150mm | 1:150 | 600x600 | D400
F23  |NEW| — | 34.200 32.733 F23-F24 | 150mm | 1:150 | 600x600 | D400
s18 [New| - [ 33975 | 32462 | s18-so9 | 3oomm | 1200 | e600 | D400 24 [Nl <= | 34.080 32.681 — 150mm — 500x600 | D400
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NOTES

GENERAL

1.) THESE DRAWINGS TO BE READ IN CONJUNCTION WITH
ALL RELEVANT HAYES HIGGINS ENGINEERING DRAWINGS AND
SPECIFICATIONS.

2.) DO NOT SCALE. USE FIGURED DIMENSIONS ONLY.

3.) ALL WASTEWATER INFRASTRUCTURE TO BE DESIGNED AND
CONSTRUCTED IN ACCORDANCE WITH IRISH WATERS
REQUIREMENTS & THEIR STANDARD DETAILS JULY 2020
(REVISION 4); IW—CDS-5030-01.

DRAINAGE LEGEND

EXISTING SURFACE WATER SEWER

EXISTING FOUL SEWER

PROPOSED SURFACE WATER SEWER
PROPOSED FOUL SEWER

PROPOSED PERFORATED PIPE — PERMEABLE
PAVING/RAIN GARDENS & TREE PITS

EXISTING FOUL SEWER TO BE REMOVED
EXISTING SURFACE SEWER TO BE REMOVED

EX.SMH
EX.FMH

EXISTING SURFACE WATER MANHOLE
EXISTING FOUL WATER MANHOLE
SOZO PROPOSED SURFACE WATER MANHOLE
FOZO PROPOSED FOUL MANHOLE
GY PROPOSED SURFACE WATER GULLY
sic@® PROPOSED SURFACE INSPECTION CHAMBER
FIC@® PROPOSED FOUL INSPECTION CHAMBER
sasQ PROPOSED SURFACE WATER ACCESS JUNCTION
FAIO PROPOSED FOUL ACCESS JUNCTION

B RAIN GARDENS/TREE PITS/BIO—RETENTION (SUDS)

IE PERMEABLE PAVING AREA (SUDS)

CL: 33.650
IL: 31.616

SURFACE WATER DRAINAGE INFRASTRUCTURE WITHIN
AREAS TO BE TAKEN IN CHARGE SHALL COMPLY WITH
THE GREATER DUBLIN REGIONAL CODE OF PRACTICE FOR
DRAINAGE ~ WORKS  (VERSION 6.0) AND THE
REQUIREMENTS OF THE LOCAL AUTHORITY. SURFACE
WATER PIPES SHALL BE CONCRETE OR VITRIFIED CLAY.
MANHOLES, INSPECTION CHAMBERS, AND GULLIES SHALL
BE BLOCKWORK OR CAST IN SITU CONCRETE. SURFACE
WATER PIPES WITHIN PRIVATE AREAS SHALL BE UPVC.
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